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“partial” to describe a fire suppression system, explain what is 
meant by “full” or “partial.”  

The regulations don’t require your institution to provide 
specific detailed information on your fire safety system or 
other systems, such as maintenance or inspection schedules. 
However, you may provide this or other pertinent information 
as you choose.  

Note that although you must disclose fire statistics for the 
previous three calendar years, your description of each on-
campus student housing facility fire safety system must reflect 
the system that is currently in place. 

Figure 49. Sample Description of On-campus Student Housing Facility Fire Safety 
Systems 

Fire Safety Systems in GW Residential Facilities 

Facility 
Fire Alarm Monitoring 

Done On Site (by UPD) 

Partial *1 
Sprinkler 
System 

Full *2 
Sprinkler 
System 

Smoke 
Detection 

Fire 
Extinguisher 

Devices 

Evacuation 
Plans & 
Placards 

Number of 
evacuation 

(fire) drills each 
calendar year 

Aston 24 G St. X 
 

X X X X 2 
Building JJ 49 G St. X X 

 
X X X 2 

City Hall 2206 M St. X 
 

X X X X 4 
Crawford 2209 M St. X X X X X 4 
Dakota 4900 M St. X 

 
X X X X 2 

Fisk 4905 M St. X X X X X 2 
Fulbright 4910 M St. X X X X X 2 
Smith Hall 1959 E St. X X X X X 2 
Carroll Hall 2109 F St. X X X X X 2 

*1. Partial Sprinkler System is defined as having sprinklers in the common areas only. 
*2. Full Sprinkler system is defined as having sprinklers in both the common areas and individual rooms. 

2. Number of fire drills held during the previous 
calendar year. 

What does this mean? 

HEA defines a fire drill as a supervised practice of a 
mandatory evacuation of a building for a fire. Disclose the 
number of fire drills for each on-campus student housing 
facility. If no fire drills were held for a facility during this time 
period, you must indicate this. This requirement cannot be met 
by a false alarm that leads to the evacuation of a building, even 
if the evacuation is supervised. A drill involves planning, 
supervision and evaluation.




